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PROJECT DATA - OAK VALLEY HEALTH UXBRIDGE HOSPITAL + LONG TERM CARE

EXISTING LOT AREA: 54,945m2 PAVED AREA (% OF TOTAL LOT): 23407m2 (43%)

BUILDING DATA
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GROUND FLOOR AREA: EXISTING: 1782m2 PROPOSED: UXBRIDGE HOSPITAL: 5919m2 LONG TERM CARE: 4856m2 

RESIDENTIAL FLOOR AREA: EXISTING: N/A PROPOSED: N/A

NON-RESIDENTIAL FLOOR AREA: EXISTING: 2431m2 PROPOSED: UXBRIDGE HOSPITAL: 8274m2 LONG TERM CARE: 18647m2

TOTAL GROSS FLOOR AREA OF ALL BUILDING ON SITE WHEN PROJECT IS COMPLETE: PROPOSED: 29352m2

HEIGHT OF BUILDING: PROPOSED: UXBRIDGE HOSPITAL: 2 STOREYS - 16.35m (MEASURED FROM AVERAGE GRADE 278.00 GEODETIC)
PROPOSED: LONG TERM CARE: 5 STOREYS - 19.5m (MEASURED FROM AVERAGE GRADE 277.45 GEODETIC)

DOES THE PROPOSED BUILDING INCLUDE RETENTION OF ANY EXISTING FLOOR AREA? YES

MINIMUM SETBACKS NORTH LOT LINE EAST LOT LINE WEST LOT LINE SOUTH LOT LINE

EXISTING BUILDING TO BE RETAINED 10m (GROUND LEVEL SETBACK) 06m (GROUND LEVEL SETBACK) 06m (GROUND LEVEL SETBACK) 10m(GROUND LEVEL SETBACK)
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PARKING AND LOADING DATA
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REQUIRED PARKING: 423 UXBRIDGE HOSPITAL: 218 OAKTREE MEDICAL BUILDING: 132 LONG TERM CARE BUILDING: 73
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COVERAGE AREA (% OF TOTAL LOT): 7701m2 (14%)

4856m2 (9%) LTC

PROVIDED PARKING: 379

DELIVERY LOADING SPACES PROVIDED IN PROJECT: 1 EXISTING UXBRIDGE HOSPITAL: 4 PROPOSED LONG TERM CARE BUILDING: 1 PROPOSED
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MATERIAL LEGEND
1. MASONRY VENEER (SAND) RAINSCREEN CLADDING
2. MASONRY VENEER (SAND) CLAD MECHANICAL 

ENCLSOURE SCREEN
3. PREFINISHED METAL STEEL CLADDING
4. INTEGRATED METAL STEEL CLADDING LOUVER
5. PRECAST CONCRETE BASE
6. CAPLESS GLAZED CURTAIN WALL SYSTEM WITH BIRD 

FRIENLDY FRIT
7. CAPPED GLAZED CURTAIN WALL SYSTEM WITH BIRD 

FRIENDLY FRIT
8. GLAZED SPANDREL PANEL WITH BIRD FRIENLDY FRIT
9. STANDING-SEAM METAL CLADDING (CHARCOAL)
10. METAL CANOPY FASCIA (CHARCOAL)
11. EXPOSED NAIL-LAMINATED-TIMBER (NLT) CANOPY SOFFIT
12. METAL SOFFIT
13. GLASS GUARD
14. INSULATED ROLL UP DOORS

LS. LIGHT SCONCE

NOTEl ALL BIRD FRIENLDY FRIT APPLICATION TO MEET THE 
CITY OF UXBRIDGE DESIGN STANDARDS

Contractor Must Check & Verify all Dimensions on the Job.

Do Not Scale Drawings.

All Drawings, Specifications and Related Documents are the Copyright Property of 
the Architect and Must be Returned Upon Request. Reproduction of Drawings, 
Specifications and Related Documents in Part or in Whole is Forbidden Without the 
Written permission of the Architect.

This Drawing is Not to be Used for Construction Until Signed by the Architect.

Issued
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4 CAMPBELL DRIVE, UXBRIDGE, ON

PROJECT NO.: 231022

EXTERIOR ELEVATIONS

A301.

OAK VALLEY HEALTH -
UXBRIDGE HOSPITAL

A301.1 : 150ref.5 / P403

1OVERALL SOUTH ELEVATION

A301.1 : 150ref.09 / A802

3SOUTH ELEVATION AT TERRACE

A301.1 : 150ref.1 / A872

5COURTYARD ELEVATION LOOKING EAST

A301.1 : 150ref.19 / A801

2NORTH ELEVATION AT TERRACE

A301.1 : 150ref.02 / A811

6COURTYARD ELEVATION LOOKING NORTH
A301.1 : 150ref.02 / A811

4COURTYARD ELEVATION LOOKING SOUTH
A301.1 : 150ref.1 / A872

7COURTYARD ELEVATION LOOKING WEST

A301.1 : 150ref.5 / P403

8EAST ELEVATION AT TERRACE

No. Date Description

1 2024-03-25 SD COSTING

2 2024-05-02 STAGE 2.1 BLOCK SCHEMATICS

3 2024-07-31 ISSUED FOR 50% DD

4 2024-09-19 ISSUED FOR SITE PLAN APPROVAL

5 2024-12-20 ISSUED FOR SPA RESUBMISSION
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ELECTRICAL SITE PLAN

E101

UXBRIDGE HOSPITAL -
OAK VALLEY HEALTH

SCALE: 1 : 500E101

ELECTRICAL SITE PLAN - POWER & SYSTEMS4

No. Date Description

1 2024-05-02 STAGE 2.1 BLOCK SCHEMATICS

2 2024-07-31 ISSUED FOR 50%DD

3 2024-12-18 ISSUED FOR SITE PLAN APPROVAL

SCALE: NTSE101

PRIMARY ELECTRICAL DUCT BANK DETAIL1

SCALE: NTSE101

SECONDARY DUCT BANK DETAIL2

SCALE: NTSE101

COMMUNICATION DUCT BANK DETAIL3

DRAWING LIST - SPA
SHEET # DESCRIPTION SCALE

E101 ELECTRICAL SITE PLAN 1:500

E102 ELECTRICAL SITE PLAN - PHOTOMETRICS 1:500

E102a ELECTRICAL SITE PLAN - LIGHTING 1:500

GENERAL NOTES:

1. MAIN ELECTRICAL INCOMING SERVICES SHOWN ON DRAWING IS FOR REFERENCE 

ONLY. ELECTRICAL SERVICE REQUIREMENTS, ROUTING AND DUCT BANK DETAILS 

SHALL BE COORDINATED WITH HYDRO.

2. PROVIDE MANHOLES, PULL BOXES AND, ANY ACCESSORY REQUIRED FOR DUCT 

BANKS TO ALLOW FOR CABLE PULLING AND INSTALLATION.

3. UNLESS OTHERWISE NOTED, MOUNTING HEIGHTS INDICATED ARE ABOVE FINISHED 

GRADE.

4. REFER TO DRAWING E-102 FOR LUMINAIRE SCHEDULE.

2024/12/18
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NOTES: ALL FIXTURES ARE DARK SKY COMPLIANT WITH UPRIGHT RATING U0.

GCS-A01-830-DFL Single Wall Surface GARDCO by Signify 1242 0.900 10

LEVEL 2 TERRACE 5.2 20.6 0.0 N.A. N.A.

Single

LUMINAIRE SCHEDULE

LABEL DESCRIPTION ARRANGEMENT MOUNTING MANUFACTURER LUMENS LLD WATTAGE

C1 VIAWET-TMG+HLO-LED-80-500-30-8FT 8FT RUN METRIC CANOPY SURFACE LUMENWERX 3880 0.900 44

C2 VIAWET-TMG+HLO-LED-80-500-30-12FT 12FT RUN_METRIC CANOPY SURFACE LUMENWERX 5820 0.900 66

P1 PUREFORM P15-P-A08-730-T5S BACK-BACK 7.3M MH POLE GARDCO BY SIGNIFY 31440 0.900 214

P2 PUREFORM P15-P-A06-730-T2M SINGLE 7.3M MH POLE GARDCO BY SIGNIFY 11336 0.900 84

P3 PUREFORM P15-P-A06-730-T3M SINGLE 7.3M MH POLE GARDCO BY SIGNIFY 11165 0.900 84

W1 PUREFORM SCONCEPWS-48L-300-WW-G2-3 SINGLE WALL SCONCE GARDCO BY SIGNIFY 5668 0.900 47

W2

W3

B1 PBL-14L-200-NW-G2-5-UNV SINGLE 1.05m BOLLARD GARDCO by Signify 1055 0.900 11

C3 VIAWET-TMG+HLO-LED-80-500-30-4FT 4FT RUN CANOPY SURFACE LUMENWERX 1940 0.900 22

C4 VIAWET-TMG+HLO-LED-80-500-30-16FT 16FT RUN METRIC CANOPY SURFACE LUMENWERX 7760 0.900 88

GWM-A07-830-T3M Single Wall Sconce GARDCO by Signify 3570 0.900 23

CALCULATION SUMMARY

LABEL UNITS

EAST CANOPY 17.4 27.7 4.3 4.1 6.4

EAST PARKING LOT 3.6 13.4 0.6 6.0 22.3

LEVEL 1 COURTYARD 3.6 7.6 0.4 9.1 19.0

LTC CANOPY 1 17.0 29.1 5.4 3.1 5.4

LTC CANOPY 2 13.5 27.5 3.7 3.6 7.4

SOUTH DRIVE ENTRY 3.0 10.4 0.9 3.4 11.6

WEST PARKING LOT 2.8 6.4 0.9 3.1 7.1

AVG MAX MIN AVG/MIN MAX/MIN

FC

FC

FC

FC

FC

FC

FC

FC

B2 LBHLO-603 SINGLE 1.02m BOLLARD FORMS+SURFACES 424 0.900 50

L1 FLC321 Wide Beam 3000K 145-7333 Surface Mount WE-EF 1762 1.000 29

L2 MKRAW-48-HE48HO-30K-F Wall Recessed LUMINII 934 0.900 28

Single
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